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STEEL PLATE 1 3/4" (IN) 
(ASTM A 572 GR. 50 
OR ASTM A 588) 

1" 

HAND HOLE 

CONTINUOUS BACK-UP RING 1/4" (IN) 
OR NO THINNER THAN POLE WALL 

THICKNESS - TACK WELD IN ROOT OR 
CONTINUOUS SEAL WELD TO 
BASE PLATE OR POLE WALL. POLE WALL 

0 T = RIM PLATE THICKNESS BY LUMINAIRE POLE FABRICATOR 

<p t = SIZE OF FILLET WELD BY LUMINAIRE POLE FABRICATOR 

SECTION~ 
HEAVY HEX NUTS V 

AND WASHERS 

TOP OF 

POLE BASE PLATE 
SEE STD. PLAN J-28.60 
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REMOVABLE RAINTIGHT HAND 

HOLE COVER WITH GASKET 

FASTEN WITH TWO STAINLESS 

STEEL (ASTM F 593) SCREWS 
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BACK-UP RING 

5" DIAM. HOLE 

CONDUCTOR ATTACHMENT 
SEE DETAIL 

POLE WALL 

GROUNDING BOLT 

HAND HOLE 

1 1/4" (IN) DIAM_ HOLE (TYP-) 

LUMINAIRE POLE 

HAND HOLE - CONFIGURATIONS VARY 
AMONG DIFFERENT MANUFACTURERS 
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3/8" (IN) DRAIN TUBE 

ANCHOR BOLT (TYP.) 
SEE NOTE 1 

TOP OF POLE BASE PLATE 

GROUT 

TOP OF 
FOUNDATION/ BARRIER 

POLE BASE PLATE 
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VIEW0 
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BARRIER 

1" (IN) DIAM. FULL LENGTH 

THREADED ROD OR BOLT 

ASTM F1554 GRADE 105 

HEAVY HEX NUTANCHOR PLATE (TYP.) 
AND WASHER (TYP.) SEE DETAIL THREADED 


ROD OR BOLT 


ANCHOR BOLT DETAIL 
ALL NUTS, BOLTS, WASHERS, AND RODS SHALL BE FULLY 


GALVANIZED IN ACCORDANCE WITH ASTM F2329 


16" (IN) DIAM. 12" (IN) DIAM. 

1 1/8" (IN) DIAM. 
HOLE (TYP.) 

13.89" (IN) DIAM. 
1/2" (IN) PLATE 

BOLT CIRCLE ASTM A36 (GALVANIZED) 

ANCHOR PLATE 

NOTES 

1. 	 See Standard Plan C-85.15 for foundation and anchor bolt details . 

2. 	 Round and smooth all edges around hand hole and along the wire-way to 
protect the conductors. 

3. 	 See Standard Plan J-28.70 for wiring details. 

4. 	 Install grout after plumbing the pole. 

CONDUCTOR ATTACHMENT 
BRACKET - 1/4" (IN) THICK 
STEEL, 2" (IN) WIDE x 4" (IN) 
LONG 

LUMINAIRE POLE 

POLE BASE PLATE 

3/16 CLAMP 1/8" (IN) THICK STEEL, 
2" WIDE x 3" LONG 

CONDUCTOR ATTACHMENT DETAIL 
CONFIGURATIONS VARY AMONG 


DIFFERENT MANUFACTURERS 
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